1. PROVIDE SEALS AROUND ALL CONDUITS AND ALL ELECTRICAL PENETRATIONS.
2. ALL DATA CABLES SHALL BE ROUTED IN CABLE TRAY, J-HOOKS OR CONDUIT. CABLES SHALL BE ORGANIZED AND SECURED IN A TIDY AND AESTHETIC MANNER.
3. PROVIDE (1) 6-PORT DATA OUTLET IN FLOOR BOX WITH 10' PATCH CORDS FOR DEVICES ON FLOOR PLAN.
4. PROVIDE 1" CONDUIT FROM ROUGH-IN TO ABOVE ACCESSIBLE CEILING. COORDINATE EXACT REQUIREMENTS WITH CML'S A/V VENDOR.
5. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT MEETING RM.
6. PROVIDE (3) 4" CONDUIT SLEEVES FOR Horizontal CABLING THROUGH WALL.
7. PROVIDE DATA OUTLET FOR STAFF TIMECLOCK.
8. PROVIDE DATA OUTLET FOR BAS CONTROL PANEL. COORDINATE EXACT REQUIREMENTS WITH ARCHITECTURAL ENGINEERING CONTROL CONTRACTOR.
9. PROVIDE DATA OUTLET FOR SMART METERING ON MAIN ELECTRICAL PANEL. COORDINATE EXACT REQUIREMENTS WITH HVAC CONTROLS CONTRACTOR.
10. PROVIDE SINGLE DATA PORT CONNECTION FOR SMART METERING ON MAIN ELECTRICAL PANEL. COORDINATE EXACT REQUIREMENTS WITH OWNER PRIOR TO ROUGH-IN.
11. PROVIDE A ACCESSIBLE 20-AMP 200-VOLT OUTLET IN DEDICATED STAFF SPACE.
12. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR LOW HDMI'S AT MEETING RM.
13. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR SECURITY CONTROL CENTER.
14. PROVIDE FLOOR BOX TO SERVE DEVICES LOCATED IN WELCOME SERVICE DESK CASEWORK.
15. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT CANAL WINECHESTER BRANCH.
16. PROVIDE (3) 4" CONDUIT SLEEVES FOR Horizontal CABLING THROUGH WALL.
17. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT MEETING RM.
18. PROVIDE (1) 6-PORT DATA OUTLET IN FLOOR BOX WITH 10' PATCH CORDS FOR DEVICES ON FLOOR PLAN.
19. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR LOW HDMI'S AT MEETING RM.
20. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR SECURITY CONTROL CENTER.
21. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT CANAL WINECHESTER BRANCH.
22. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR LOW HDMI'S AT MEETING RM.
23. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR SECURITY CONTROL CENTER.
24. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT CANAL WINECHESTER BRANCH.
25. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR LOW HDMI'S AT MEETING RM.
26. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR SECURITY CONTROL CENTER.
27. PROVIDE A RECESSED 2-GANG ROUGH-IN FOR CML PROVIDED SHORT THROW PROJECTOR AT CANAL WINECHESTER BRANCH.