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1. CONNECTION TO SANITARY SEWER CANNOT BE CALDWE LL
MADE WITHOUT OBTAINING A PERMIT FROM

SEWER PERMIT OFFICE 111 N. FRONT ST (614)
645—7490. SANITARY SERVICES ARE SHOWN ON
THIS PLAN FOR REFERENCE ONLY. APPROVAL
OF THIS PLAN DOES NOT CONSTITUTE ARCHITECTURE. INSPIRED.
APPROVAL OF THE SANITARY SERVICES, OR
THEIR LOCATIONS. CONTACT THE DPU PERMIT
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ROOF NEW WORK - GENERAL NOTES SCHOOLEY

CALDWELL

A. All new roof surfaces must slope to drain.

B. Th fi bly shall achi ini th [ value of R-36 conti insulation.
e roofing assembly shall achieve a minimum thermal value o continuous insulation ARCHITECTURE. INSPIRED.

C. 8" of flashing height typical throughout.

614-628-0300
614-628-0311

@ D. Provide roofing manufacturers standard details for roofing penetrations not shown in drawings. 300 Marconi Boulevard T

6 -6" Columbus OH 43215 F
E. Refer to A200 for color of exterior finishes. schooleycaldwell.com

91/8"
:

3'-83/8" /9 /8

7 I1A201
) 4 F. Coping at Brick: color to approximate brick. Typ.

|
. Coping at Curtain wall (CW): color to match mullions. Typ.
3.8 — [« 0 - H. Coping at Metal Panels: color to match. Typ.
) - :
. Studio | Architecture

401 Foster St, Durham NC 27701

{ ) NEW WORK ROOF PLAN CODED NOTES evokestudio.com 919-495-6079
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NR1 New roof drain and overflow; See Plumbing drawings. Typ. Consultants
u :

NR2 Mechanical Equipment. See Mechanical Drawings Typ.
NR3 Sleeve for PV array Civil Engineer . _
Moody Engineering

300 Spruce St Suite 200, Columbus OH 43215

6'-03/4"

NR4 Fall protection anchor

[ | 0
A403 |
NR5 Plumbing Equipment. See Plumbing Drawings Typ.

3 NR6 Walkway pads Landscape Architect
-
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@ . _ i _ . _ — — — — — — — @ 462 Ludlow St, Columbus OH 43215

Structural Engineer

SMBH

1166 Dublin Rd Suite 200, Columbus OH 43215
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MEP Engineer

Advanced Engineering Consultants
[ 11 1405 Dublin Rd, Columbus OH 43215
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- @ -~ 03/25/2024
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Bid Set / Permit Set
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3 East Elevation
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Legend / Keynote Item Manufacturer Product Color/Finish
Basis of Design
042113 Brick Endicott Norman Manganese Ironspot Smooth
042113.13 Thin Brick Endicott Norman 5/8" Manganese Ironspot Smooth
MWP-1 074213 Metal Panels ~ Morin Mix of Profiles (MX-1/ MX-3)- see A210 & A211
Seafoam Green (Typ. U.N.O.)
MWP-2 074213 Metal Panels ~ Morin Mix of Profiles (MX-1/ MX-3)- see A211
Weathered Zinc
ACM-1 074243 ACM Alucobond Plus/Spectra White Gold
ACM-2 074243 ACM Alucobond Plus/Natural Graphite Mica
CP-1 07 44 00 Concrete Faced WallGUARD 3" (R-15) Painted
Wall Panels
07 71 00.1 Metal Parapet Metal Era Seafoam Green
Coping
07 71 00.1 Metal Parapet Metal Era Charcoal
Coping
084113 Storefront Kawneer Trifab VersaGlaze Charcoal
0844 13 Curtainwall Kawneer 1600 Wall System 1 Charcoal
PX-1 09 96 00 Paint Sherwin Williams SW 6206 Oyster Bay
099100 Paint Sherwin Williams SW 7075 Web Gray
N1 Masonry control joint
N2 1/2" Recessed brick, 3 courses
N3  Exterior Book Drop
N4  Exterior wall mounted light, refer to electrical sheets.
N5 Carpet Cleaning Access Door
N6 Auto doors, see specification section 08 42 29
N7 Railing, refer to landscape drawings
N8  Mullion mounted light, refer to electrical sheets.
N9 Gas meter, see plumbing
N10 Wall hydrant, see plumbing
N11 FDC, see civil/ fire supression
N12 Light fixture, see electrical
N13 Shadow box, refer to glazing elevations
1/A200

)y
2/A200

3/A200
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Moody Engineering
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Landscape Architect
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Structural Engineer
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MEP Engineer

Advanced Engineering Consultants
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Drawing Issue Dates

Schematic Design Plus Submittal
9/28/2023

Design Development Submittal
11/2/2023

30% Construction Documents
01/15/2024

60% Construction Documents
02/19/2024

90% Construction Documents
03/25/2024

Bid Set / Permit Set
05/23/2024

Revision Schedule

No.

Description Date

A KEY PLAN
1" = 300"

CML Marion
Franklin Branch

2800 Lockbourne Road
Columbus, Ohio 43207

Exterior Elevations

A200

22150




Autodesk Docs://CML Marion Franklin/22150-CML MarionFranklin 10300 v2022.rvt

5/23/2024 5:25:24 PM

&2) O

| AN i
. D& |
| I A311
I;?rl — 1 - : I | I : ﬂll Il Il ——fm |||
(i S D LLuu |
1 L '
d LI = | = = || L
I'JL — = \ W 1l (U — = === : TL\:
s il . ATy

T.0. FRAMING
{;EL. 16'- 0"

«B-0. MTL. DECK
YEL. 13- 11"

First Floor
T el o

1 Overall North South
1/8" = 1'-0"

AN ANV

T.0. FRAMING

e 160"

4 First Floor

lB.O. MTL. DECK
EL. 13- 11"

R

L_TIJ || | [ [ = === =T ]

- [F ==l
[T e T T

TEL. 0"

2 Overall East West
1/8" = 1'-0" -

ONNCINC ©

n

)
iR E
—

o B P
z
] [l —=IlI—
= = ===

g

y y
&
a

&« 1.0. FRAMING

YEL. 16'-0"
«B.0. MTL. DECK

FEL. 13- 11"

& First Floor

YEL. 0"

East - West Section through Roof Monitor
3 1/8" = 1'-0"

SCHOOLEY

CALDWELL

ARCHITECTURE. INSPIRED.

300 Marconi Boulevard T |614-628-0300
Columbus OH 43215 F |614-628-0311
schooleycaldwell.com

EVOKE

Studio | Architecture

401 Foster St, Durham NC 27701
evokestudio.com 919-495-6079

Consultants:

Civil Engineer

Moody Engineering

300 Spruce St Suite 200, Columbus OH 43215

Landscape Architect

MKSK

462 Ludlow St, Columbus OH 43215

Structural Engineer

SMBH

1166 Dublin Rd Suite 200, Columbus OH 43215

MEP Engineer

Advanced Engineering Consultants
1405 Dublin Rd, Columbus OH 43215

Drawing Issue Dates

Schematic Design Plus Submittal
9/28/2023

Design Development Submittal
11/2/2023

30% Construction Documents
01/15/2024

60% Construction Documents
02/19/2024

90% Construction Documents
03/25/2024

Bid Set / Permit Set
05/23/2024

Revision Schedule

Description Date

[o0]

KEY PLAN

CML Marion
Franklin Branch

2800 Lockbourne Road
Columbus, Ohio 43207

Building Sections

Architectural

A300

22150




Autodesk Docs://CML Marion Franklin/22150-CML MarionFranklin 10300 v2022.rvt

5/23/2024 5:25:31 PM

T

Continuous blocking

must be level

—

Single closure mount

No cost pocket removable closure |

s

I

I /I/

|

077100.1 | MANUFACTURED METAL
COPINGS

T.0. FRAMING
SN - &
> PEL.16'-0"

074213.1 | METAL WALL PANELS

a4 =7 Ar/ . DN -

L.o4 ada
e . . 2 ,I
—_—— _J

084113.1 | ALUMINUM-FRAMED

ENTRANCES AND
STOREFRONTS

11"0"

First Floor
SN
N YEL. 0"

CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

042200.01

4 Entry Canopy Storefront

1/2" = 1-0"

077100.1 | MANUFACTURED METAL

COPINGS
- f 7777777777777777777777777 ] ,.T.0. FRAMING
| i :EW | YEL.16'- 0"
m 11| |
= o il |
g T a——— :H |
v il '
I | I
I W = |
| - 0771001 | MANUFACTURED METAL
| ma | COPINGS
| 1 . |
I A A I A A
H\\!/H\\\HH\\_*\/HQH\ . - - L 7‘\TO STEEL
| x——— T "REFER TO SCTRUCTURAL
N = 1
1 = = I

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO
STRUCTURAL DRAWINGS

084113.1 | ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

EESEEs=Es=] E— —gfirgf Floor
R EL10"

072100.2.2) 2" (XPS) EXTRUDED
| POLYSTYRENE

SLOPED AWAY FROM BUILDING

%‘ \\\ \H\ \_(H \\\ \\\ #

8 West Sawtooth
1/2" = 1'-0"

|
|
I

H/

077100.1 | MANUFACTURED METAL

8' _ 8"

7| _ 4||

Entry Canopy HM Door

COPINGS
| T.0. FRAMING
777777777 g I S . .
N =T

081113.2 | HOLLOW METAL DOOR FRAMES

& First Floor

YEL. 0"

FINISH GRADE PER CIVIL DRAWINGS -

—71 T T r—r—r T T | I I —
R

T T 7

S — —

077100.1

COPINGS

T.0. FRAMING
NYEL. 16'-0"

11l_ol|

)

W & First Floor

| NTEL 0"

S
& N e e e A
R 5 e e

N

West Signhage

1/2" = 10"

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

MANUFACTURED METAL

@)

|
N
1
|
|
A
nt
y

I

S
l

077100.1 | MANUFACTURED METAL
COPINGS

 T.0.FRAMING
N TYEL 16 - 0"

074213.1 | METAL WALL PANELS

084229.1 | SLIDING AUTOMATIC

ENTRANCES

11!_0"

—=7"")

A400

CONCRETE SLAB ON COMPACTED

GRAVEL BASE, REFER TO
STRUCTURAL DRAWINGS

N &First Floor

o N OYELO

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

—T ) S
N - (e
R S
B AR | S —n
S
o
L IEA IR e
] S ey e U

Entry Canopy Vestibule

1/2" = 10"

—_—— e — = =

1

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO

_077100.1 MANUFACTURED METAL
COPINGS To match curtainwall
mullion color

&« 1-0. FRAMING
¥EL. 16'- 0"

084413.1 | CURTAIN WALL ASSEMBLIES

— ACM-1 FIN PROJECTION

STRUCTURAL DRAWINGS r

074213.1 | METAL WALL PANELS

3! _ 4"

— FINISH GRADE PER CIVIL DRAWINGS -
SLOPED AWAY FROM BUILDING

& First Floor
PEL. 0"

South Curtainwall

1/2" = 10"

X

D s s s 3

I
I
I
I
I
I
I
]|
I
I
I
I
I
I

Entry Canopy ACM

077100.1 | MANUFACTURED METAL
COPINGS

«1-0. FRAMING
PEL.16'-0"

042113.13] THIN BRICK MASONRY

074243.1 | METAL COMPOSITE PANELS

042113.13] THIN BRICK MASONRY

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, SLOPE AWAY FROM
BUILDING - REFER TO CIVIL DRAWINGS

& First Floor
YEL. 0"

1/2" = 1-0"

O

| |
I
I
J

)

[N

g
-

077100.1 | MANUFACTURED METAL
COPINGS

. _ &TI.0.FRAMING

N PEL.16'- 0"

074213.1 | METAL WALL PANELS

—— 084113.1 | ALUMINUM-FRAMED

ENTRANCES AND
STOREFRONTS

074213.1 | METAL WALL PANELS

i
_J

FINISH GRADE PER CIVIL DRAWINGS -
SLOPED AWAY FROM BUILDING

/N &First Floor

77777 I>// >~ PEL O
— |

CONCRETE SLAB ON
COMPACTED GRAVEL BASE, r— -
REFER TO STRUCTURAL
DRAWINGS |
T
5 South Storefront

1/2" = 10"

SCHOOLEY

CALDWELL

ARCHITECTURE. INSPIRED.

Columbus OH 43215 F |614-628-0311
schooleycaldwell.com

EVOKE

Studio | Architecture

401 Foster St, Durham NC 27701
evokestudio.com 919-495-6079

300 Marconi Boulevard T |614-628-0300

Consultants:

Civil Engineer

Moody Engineering

300 Spruce St Suite 200, Columbus OH 43215

Landscape Architect

MKSK

462 Ludlow St, Columbus OH 43215

Structural Engineer

SMBH

1166 Dublin Rd Suite 200, Columbus OH 43215

MEP Engineer

Advanced Engineering Consultants
1405 Dublin Rd, Columbus OH 43215

Drawing Issue Dates

Schematic Design Plus Submittal
9/28/2023

Design Development Submittal
11/2/2023

30% Construction Documents
01/15/2024

60% Construction Documents
02/19/2024

90% Construction Documents
03/25/2024

Bid Set / Permit Set
05/23/2024

Revision Schedule

No.

Description Date

CML Marion
Franklin Branch

2800 Lockbourne Road
Columbus, Ohio 43207

Wall Sections

Architectural

A310

22150




Autodesk Docs://CML Marion Franklin/22150-CML MarionFranklin 10300 v2022.rvt

5/23/2024 5:25:39 PM

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO
STRUCTURAL DRAWINGS

(8" UNLESS OTHERWISE
NOTED)

4 East Storefront

)

I=

042200.01] CONCRETE MASONRY UNITSJIWg

li=>.

— — — —

| SRS ERNEN SN RN AN ANEUNENEANEUNANERNENNANRENAN

077100.1 | MANUFACTURED METAL
COPINGS

T.0. FRAMIN
7777777777 T — O G

EL. 16'- 0"

042113.1 | BRICK UNIT MASONRY

084113.1 | ALUMINUM-FRAMED

ENTRANCES AND
STOREFRONTS

/:/ 074243.1 | METAL COMPOSITE PANELS

T
-4

First Floor
’’’’’’’’’ “EL 0"

4" CONCRETE MASONRY UNITS TO
SUPPORT BRICK VENEER ABOVE -
EXTEND FROM FOOTING UP TO 8"

BELOW FINISHED GRADE

1/2" = 1'-0"

077100.1 | MANUFACTURED METAL
COPINGS

ACM-1/ACM-2

074243.1 | METAL COMPOSITE PANELS

& First Floor
YEL. 0"

Section 49
8 1/2" = 1'-0"

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO
STRUCTURAL DRAWINGS

North Storefront

077100.1 | MANUFACTURED METAL
COPINGS

T.0. FRAMIN
T o e

EL. 16'- 0"

B.O. MTL. DECK
BENENIE

084113.1 | ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

I

FINISH GRADE AND SLOPE OF SIDE
WALK PER CIVIL DRAWINGS - SLOPED
AWAY FROM BUILDING

1/2" = 10"

T.0. FRAMING
EL.16'-0""

B.O. MTL. DECK .
EL. 13" -11"%

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO

?/

rF—rr 1 T T T

N

STRUCTURAL DRAWINGS I
First Floor \ I

L ——
ELOY- — . T T . I
A ~
: I,:LDIx N !-4

I

| =

North Storefront - ACM Projection

MANUFACTURED METAL
COPINGS

 077100.1 |

«1.0. FRAMING
¥EL.16'-0"

«B.-0. MTL. DECK
FEL. 13" - 11"

074243.1 | METAL COMPOSITE PANELS

061000.1 | BLOCKING

1/2" = 10"

i > «First Floor
:/ PEL. 0"

FINISH GRADE AND SLOPE OF SIDE
WALK PER CIVIL DRAWINGS - SLOPED
AWAY FROM BUILDING

CONCRETE SLAB ON COMPACTED
GRAVEL BASE, REFER TO
STRUCTURAL DRAWINGS

[y
uﬁ

B.0. MTL. DECK
ﬂEL. 13- 11"

BACK PAN WITH INSULATION
TO MATCH CURTAINWALL

CONCRETE SIDEWALK ON COMPACTED
GRAVEL BASE, SLOPE AWAY FROM
BUILDING - REFER TO LANDSCAPE
DRAWINGS

First Floor
’”@EL. 0"

2 North Curtainwall
1/2" = 1'-0"

B.O. MTL. DECK &

EL. 13- 11"%

First Floor 4

X

X)),
X

A
\

A N_N_N
Y'YV Y

A
Y

AN_NN
VYVYYVY

A
\

A N_N_N
Y'YV Y

A
Y

AN
VY

X KAIIA KNI KK KK AR
YVYVYY Y YYVYYVY Y Y Y

AN

XKL
Y VY

A/

— B.O. MTL. DECK
PEL. 13- 11"

074243.1 | METAL COMPOSITE PANELS
align with exterior ACM

061000.1 | BLOCKING

as required

092216.1 | NON-STRUCTURAL METAL

FRAMING

042113.13

THIN BRICK MASONRY
align with exterior thin brick

4 First Floor

EL.0"Y,. . °°

4

HXX )
Y

-2 "TEL. 0"

6 Vestibule - Thin Brick to ACM

1/2" = 10"

10! _ Oll

R

3l _ 4"

ta
N S N —

EEEANERARERADAREE

————} THICKENED CONCRETE SLAB ON

COMPACTED GRAVEL BASE, REFER

I
I
I
I
I

I «1-0. FRAMING
YEL.16'-0"

«B.0. MTL. DECK
FPEL. 13" - 11"

METAL COMPOSITE PANELS

ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS

074213.1 | METAL WALL PANELS

| &First Floor

FEL. 0"

092900.4 | EXTERIOR GYPSUM BOARD

I

| TO STRUCTURAL DRAWINGS PAINTED PX-1
074400.1 | CONCRETE FACED PANELS

I INISH GRADE PER CIVIL DRAWINGS

1 North Cantilever
1/2" = 1-0"
(®)
077100.1 | MANUFACTURED METAL

0421131

I

3'-41/2"

5l _ 4ll

I

COPINGS

«1.0. FRAMING
YEL.16'-0"

BRICK UNIT MASONRY

RECESS BRICK VENEER 1/2" FROM
MAIN BRICK FACE (SHOWN SHADED)

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

o

, i .
. NN
| I an <

|
VARIES

SEE STRUCTURAL

e

T

P » ‘

i

—

™ __aFirst Floor

Z YEL. 0"

- FINISH GRADE PER CIVIL DRAWINGS -
amg v SLOPED AWAY FROM BUILDING
| 7-4 _
I Z

| —— 4" CONCRETE MASONRY UNITS TO

SUPPORT BRICK VENEER ABOVE -
EXTEND FROM FOOTING UP TO 8"
BELOW FINISHED GRADE

5 East Signage
1/2" = 1'-0"

SCHOOLEY

CALDWELL

ARCHITECTURE. INSPIRED.

300 Marconi Boulevard T |614-628-0300
Columbus OH 43215 F |614-628-0311
schooleycaldwell.com

EVOKE

Studio | Architecture

401 Foster St, Durham NC 27701
evokestudio.com 919-495-6079

Consultants:

Civil Engineer

Moody Engineering

300 Spruce St Suite 200, Columbus OH 43215

Landscape Architect

MKSK

462 Ludlow St, Columbus OH 43215

Structural Engineer

SMBH

1166 Dublin Rd Suite 200, Columbus OH 43215

MEP Engineer

Advanced Engineering Consultants
1405 Dublin Rd, Columbus OH 43215

Drawing Issue Dates

Schematic Design Plus Submittal
9/28/2023

Design Development Submittal
11/2/2023

30% Construction Documents
01/15/2024

60% Construction Documents
02/19/2024

90% Construction Documents
03/25/2024

Bid Set / Permit Set
05/23/2024

Revision Schedule

No.

Description Date

CML Marion
Franklin Branch

2800 Lockbourne Road
Columbus, Ohio 43207

Wall Sections

Architectural

A311

22150




Autodesk Docs://CML Marion Franklin/22150-CML MarionFranklin 10300 v2022.rvt

5/23/2024 5:25:46 PM

STUD FRAMING

INSULATION

CONCRETE SLAB ON
COMPACTED GRAVEL
BASE, REFER TO
STRUCTURAL DRAWINGS

STRUCTURAL METAL | 054100.1

FIBERGLASS BATT |072100.1.1

GYPSUM BOARD | 092900.1

T

061653.1 | MOISTURE-RESISTANT

GYPSUM SHEATHING

REFER TO STRUCTURAL DRAWINGS

o)

3 5/8"
/

084113.1 | ALUMINUM-FRAMED

ENTRANCES AND
STOREFRONTS
072100.2.3] 3" (XPS) EXTRUDED
POLYSTYRENE | 076200.1 | SHEET METAL FLASHING
W/ DRIP EDGE
CONCRETE SLAB ON PAINTED ALUMINUM BREAK
COMPACTED GRAVEL METAL UNDER FLASHING
074213.1 |METAL WALL PANELS BASE, REFER TO TO COVER INSULATION BD.
STRUCTURAL DRAWINGS

FLASHING TAPE

g\m

076200.1 | SHEET METAL FLASHING
W/ DRIP EDGE

«First Floor

CONCRETE MOW STRIP -
SLOPE TOP TO DRAIN,
REFER TO LANDSCAPE
DRAWINGS

¥EL. 0"

FINISH GRADE PER CIVIL DRAWINGS -

FINISH GRADE PER CIVIL DRAWINGS -

SLOPED AWAY FROM BUILDING

CONCRETE MOW STRIP - SLOPE TOP TO
DRAIN, REFER TO LANDSCAPE DRAWINGS

PAINTED ALUMINUM BREAK METAL
UNDER FLASHING TO COVER
INSULATION BD.

A . /Ati s EXTEND DAMPPROOFING DOWN AND

11/2"=1-0"

INSULATION

FIBERGLASS BATT |072100.1.1

4 Base - Corrugated Metal Panel

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

071113 | DAMPPROOFING
(SHOWN DASHED)

SLOPED AWAY FROM BUILDING

P N [ L .
E .~ a9 -
4 - B -

B T [
B

— GRADED GRAVEL

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

072100.2.3

3" (XPS) EXTRUDED
POLYSTYRENE

071113 | DAMPPROOFING

OVER TOP OF CONCRETE FOOTING

CONCRETE FOOTING - REFER TO
STRUCTURAL DRAWINGS

(SHOWN DASHED)

.w o0 Tl EXTEND DAMPPROOFING
“.eo v e | pownanpover Top oF
. "] CONCRETE FOOTING

e . 4 CONCRETE FOOTING -
: ©v7 . <<= | REFERTO STRUCTURAL

054100.1 | STRUCTURAL METAL STUD
FRAMING

GYPSUM BOARD | 092900.1 2

CONCRETE SLAB ON
COMPACTED GRAVEL
BASE, REFER TO
STRUCTURAL DRAWINGS

GRADED GRAVEL

CONCRETE MASONRY | 042200.01

UNITS (8" UNLESS
OTHERWISE NOTED)

T.0. FOOTING ..
SEE STRUCTURAL *

_ 29

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

071113 | DAMPPROOFING
(SHOWN DASHED)

072100.2.3) 3" (XPS) EXTRUDED
POLYSTYRENE

RECESS BRICK VENEER 1/2" FROM
MAIN BRICK FACE (SHOWN SHADED)

FLASHING TAPE

First Floor
V’*’ﬁEL. 0"

—— MORTAR NET

042100.8 | MASONRY WEEPS AND VENTS

8"

) W/ DRIP EDGE - KEEP BETWEEN
< 1-3 COURSES ABOVE GRADE

! 042100.6 | MASONRY EMBEDDED
P / FLASHING

L FINISH GRADE PER CIVIL DRAWINGS -
SLOPED AWAY FROM BUILDING

CONCRETE MOW STRIP - SLOPE TOP TO
DRAIN, REFER TO LANDSCAPE DRAWINGS

4" CONCRETE MASONRY UNITS TO

I
Cisa

SUPPORT BRICK VENEER ABOVE -
EXTEND FROM FOOTING UP TO 8"
BELOW FINISHED GRADE

GROUT CAVITY SOLID BELOW GRADE

GRADED GRAVEL

EXTEND DAMPPROOFING DOWN AND
OVER TOP OF CONCRETE FOOTING

8 Base - Recessed Brick

11/2"=1-0"

CONCRETE FOOTING - REFER TO
STRUCTURAL DRAWINGS

DRAWINGS

CONCRETE SLAB ON
COMPACTED GRAVEL
BASE, REFER TO
STRUCTURAL DRAWINGS

)

NS .

AUTOMATIC SLIDING
ENTRANCE DOOR, REFER TO
PLAN AND DOOR SCHEDULE

ENTRANCE SIDEWALK PER
CIVIL DRAWINGS - SLOPED
AWAY FROM BUILDING

ffffffffffff _gFfirstFloor
EL. 0"

GRADED GRAVEL

/
/

A

g4

1072100.2.3]

042200.01] CONCRETE MASONRY UNITS

(8" UNLESS OTHERWISE
NOTED)

3" (XPS) EXTRUDED
POLYSTYRENE

071113 | DAMPPROOFING

(SHOWN DASHED)

EXTEND DAMPPROOFING
DOWN AND OVER TOP OF
CONCRETE FOOTING

2 Base of Door Detail

11/2"=1-0"

BASEBOARD HEATER,

REFER TO
MECHANICAL
DRAWINGS

CONCRETE SLAB ON \
COMPACTED GRAVEL

BASE, REFER TO

STRUCTURAL DRAWINGS —

3 Base - Entry Canopy Storefront
11/2"=1"-0"
084113.1 | ALUMINUM-FRAMED
ENTRANCES AND
STOREFRONTS
CONCRETE SLAB ON 076200.1 | SHEET METAL FLASHING
COMPACTED GRAVEL W/ DRIP EDGE
BASE, REFER TO
STRUCTURAL DRAWINGS
~_«First Floor
V "
l EL. 0 *
w
ENTRANCE SIDEWALK o
PER CIVIL =

7

DRAWINGS - SLOPED
AWAY FROM BUILDING

071113 | DAMPPROOFING
(SHOWN DASHED)

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

DOWN AND OVER TOP OF
CONCRETE FOOTING

CONCRETE FOOTING -
REFER TO STRUCTURAL
DRAWINGS

Base - Storefront at Slope
11/2" = 1-0"

4 First Floor

CONCRETE FOOTING -
REFER TO STRUCTURAL
DRAWINGS

BASE BOARD HEATER,;
REFER TO MECHANICAL

DRAWINGS

CONCRETE SLAB ON
COMPACTED GRAVEL
BASE, REFER TO
STRUCTURAL DRAWINGS

ENTRANCE SIDEWALK PER

CIVIL DRAWINGS - SLOPED
AWAY FROM BUILDING

[N

(
A

- 071113

6 Base - Curtainwall

11/2"=1-0"

GYPSUM BOARD | 092900.1

CONCRETE SLAB ON
COMPACTED GRAVEL
BASE, REFER TO
STRUCTURAL DRAWINGS

072100.2.3

J AT IH
4
.

1 Thin Brick Transition to ACM

11/2"=1-0"

084113.1 | ALUMINUM-FRAMED

ENTRANCES AND
STOREFRONTS

7/

N 072700.1 | AIR BARRIER

3" (XPS) EXTRUDED
POLYSTYRENE

092216.2 | METAL CHANNEL FURRING

074243.1 | METAL COMPOSITE PANELS

072100.1.1) FIBERGLASS BATT INSULATION

054100.1 | STRUCTURAL METAL STUD

FRAMING

061653.1 | MOISTURE-RESISTANT

GYPSUM SHEATHING
042113.13] THIN BRICK MASONRY

I First Floor
R EL. 0"

“CIVIL DRAWINGS - SLOPED
AWAY FROM BUILDING

072100.2.2) 2" (XPS) EXTRUDED

POLYSTYRENE

GRADED GRAVEL

042200.01] CONCRETE MASONRY UNITS

(8" UNLESS OTHERWISE
NOTED)

DAMPPROOFING
(SHOWN DASHED)

2 e EXTEND DAMPPROOFING
L O RS DOWN AND OVER TOP OF
e g T CONCRETE FOOTING

R e CONCRETE FOOTING -
) Ee L REFER TO STRUCTURAL
— —— DRAWINGS

SCHOOLEY

CALDWELL

ARCHITECTURE. INSPIRED.

300 Marconi Boulevard T |614-628-0300
Columbus OH 43215 F |614-628-0311
schooleycaldwell.com

EVOKE

Studio | Architecture

401 Foster St, Durham NC 27701
evokestudio.com 919-495-6079

Consultants:

Civil Engineer

Moody Engineering

300 Spruce St Suite 200, Columbus OH 43215

Landscape Architect

MKSK

462 Ludlow St, Columbus OH 43215

Structural Engineer

SMBH

1166 Dublin Rd Suite 200, Columbus OH 43215

MEP Engineer

Advanced Engineering Consultants
1405 Dublin Rd, Columbus OH 43215

Drawing Issue Dates

Schematic Design Plus Submittal
9/28/2023

Design Development Submittal
11/2/2023

30% Construction Documents
01/15/2024

60% Construction Documents
02/19/2024

90% Construction Documents
03/25/2024

Bid Set / Permit Set
05/23/2024

Revision Schedule

No.

Date

Description

076200.1 | SHEET METAL FLASHING
TO MATCH STOREFRONT, BOTH SIDES

061000.1 | BLOCKING

071326 | SELF ADHERED
WATERPROOFING
TO TURN UP BLOCKING

B ,f/ R A/V:\ A AT'EL 0"

RN

DAMPPROOFING
(SHOWN DASHED)

GRADED GRAVEL

042200.01] CONCRETE MASONRY UNITS
(8" UNLESS OTHERWISE
NOTED)

072100.2.3) 3" (XPS) EXTRUDED
POLYSTYRENE

EXTEND DAMPPROOFING
DOWN AND OVER TOP OF
CONCRETE FOOTING

CONCRETE FOOTING -
REFER TO STRUCTURAL
DRAWINGS

"REFER TO FOUNDATION PLAN

DRAINAGE PANEL OVER
5 WATERPROOFING
| 1TWHHHHHHX\“UT .
$F|rst Floor
EL. 0"
4-071326 SELF ADHERED
WATERPROOFING

WRAP DOWN FACE OF CONCRETE

076200.1 | SHEET METAL FLASHING

CONCRETE MOW STRIP -
SLOPE TOP TO DRAIN, REFER
TO LANDSCAPE DRAWINGS

FINISH GRADE PER CIVIL
DRAWINGS - SLOPED AWAY
FROM BUILDING

| =l

|

(8" UNLESS OTHERWISE
NOTED)

GRADED GRAVEL

\ 072100.2.3) 3" (XPS) EXTRUDED
POLYSTYRENE

071113 | DAMPPROOFING

(SHOWN DASHED)

EXTEND DAMPPROOFING
DOWN AND OVER TOP OF
CONCRETE FOOTING

CONCRETE FOOTING -
REFER TO STRUCTURAL
DRAWINGS

5 Sawtooth Storefront Floor Detail

11/2"=1-0"

CML Marion
Franklin Branch

2800 Lockbourne Road
Columbus, Ohio 43207

Exterior Section
Details

Architectural

A400

22150




Autodesk Docs://CML Marion Franklin/22150-CML MarionFranklin 10300 v2022.rvt

5/23/2024 5:25:54 PM

)

072100.1.1) FIBERGLASS BATT INSULATION

054100.1 | STRUCTURAL METAL STUD

FRAMING

gh | 074213.1 | METAL WALL PANELS
; | ) 092216.2 | METAL CHANNEL FURRING
: \
| METAL PANEL TRIM AND
X DRIP EDGE BY METAL
| ; PANEL SUPPLIER
'l {1 VRN
: N
1l |
e (- — ILLUMINATED BUILDING
o o SIGN; SEE ELEVATION
1 mmma . —
|F ===t W=
| As
§ L &
f Sl METAL PANEL TRIM AND
1 = DRIP EDGE BY METAL
PANEL SUPPLIER
7 N\
N
\ 092216.2 | METAL CHANNEL FURRING
| |

074213.1 | METAL WALL PANELS
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092900.1 | GYPSUM BOARD
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GYPSUM SHEATHING * :
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~‘/7 ‘ 1 {
FIBERGLASS BATT [072100.1.1 : | ammm
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1l
| j .
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\
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LINE OF ACM1 PANEL BEYOND

084413.1 | CURTAIN WALL ASSEMBLIES

074213.1 | METAL WALL PANELS

\
T %?1/4"
| | 074243.1 |METAL COMPOSITE PANELS
|
|
\

072100.2.3) 3" (XPS) EXTRUDED

CONCRETE SLAB ON COMPACTED GRAVEL BASE WITH
CANTILEVER, REFER TO STRUCTURAL DRAWINGS

ALUMINUM-FRAMED | 084113.1
ENTRANCES AND
STOREFRONTS

092216.2 | METAL CHANNEL FURRING

GYPSUM BOARD | 092900.1 METAL PANEL TRIM AND DRIP
T EDGE BY METAL PANEL SUPPLIER
FIBERGLASS BATT [072100.1.1 | 0742131 | METAL WALL PANELS

INSULATION
072100.2.3) 3" (XPS) EXTRUDED
POLYSTYRENE

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

POLYSTYRENE STRUCTURAL METAL | 054100.1 |
STUD FRAMING
| see structural
3 Curtainwall Sill w/ Mullion Extension 2 Storefront Sill at Corrugated Metal Panel
11/2" = 1-0" 11/2" = 1-0"
072700.1 | AIR BARRIER
FIBERGLASS BATT [072100.1.1 0727001 ]
INSULATION 4
7 061653.1 | MOISTURE-RESISTANT
GYPSUM BOARD | 092900.1 | :| GYPSUM SHEATHING
072100.2.3 3" (XPS) EXTRUDED
POLYSTYRENE
: 042113.1 | BRICK UNIT MASONRY
STRUCTURAL METAL | 054100.1
@ STUD FRAMING 042100.8 | MASONRY WEEPS AND VENTS
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076200.1 | SHEET METAL FLASHING
w/ drip edge
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STOREFRONTS - oée structura
079200.2 | ELASTOMERIC JOINT SEALANT
CONCEALED FASTENER PROVIDED BY ACM MFN
2"X4" COLD FORM HEAVY GA CONTINUOUS ANGLE
| METAL SHIM SET IN CONTINUOUS BED OF SEALANT
S U & First Floor 0742431 | METAL COMPOSITE PANELS
o : L EL. 0"

et

R 2
<, o T AIR SPACE
) STRUCTURAL METAL | 054100.1
STUD FRAMING 072100.2.3] 3" (XPS) EXTRUDED
= ( POLYSTYRENE
| 072700.1 | AIR BARRIER
|
FIBERGLASS BATT [072100.1.1 061653.1 | MOISTURE-RESISTANT
072700.1 | AIR BARRIER INSULATION GYPSUM SHEATHING
092216.1 | NON-STRUCTURAL METAL
FRAMING
7 Brick Window Sill Detail
092900.4 | EXTERIOR GYPSUM BOARD 11/2" = 1'-Q"
074400.1 | CONCRETE FACED PANELS
084113.1 | ALUMINUM-FRAMED
ENTRANCES AND
— STOREFRONTS
T ACM PANEL BEYOND
L PRESSURE TREATED WOOD BLOCKING
Ao 074243.1 | METAL COMPOSITE PANELS
042200.01| CONCRETE MASONRY UNITS . -
12" CMU, REFER TO WEEP HOLES, EVERY 24" 0.C.: FINISH
STRUCTURAL lﬁ / \ WEEP HOLE TO MATCH ACM, TYP.
2
| VAREES - LIGHT GAUGE ANGLE
FINISH GRADE PER CIVIL / LANDSCAPE
DRAWINGS - SLOPED AWAY FROM BUILDING 072700.1 | AIR BARRIER

GRADED GRAVEL

072100.2.3)

3" (XPS) EXTRUDED
POLYSTYRENE

DAMPPROOFING
(SHOWN DASHED)

071113

9 Base - Foundation Wall at Cantilever

: —— EXTEND DAMPPROOFING

DOWN AND OVER TOP OF
CONCRETE FOOTING

CONCRETE FOOTING -

REFER TO STRUCTURAL

DRAWINGS

11/2"=1-0"

074213.1 | METAL WALL PANELS

6" typ

LT = = = A= = == A= =

| __aFirst Floor
e;EL. 0"

a

POLYSTYRENE

o
va)
S

092216.1 | NON-STRUCTURAL METAL

BASEBOARD HEATER, ff
REFER TO - i
MECHANICAL .
Lﬁ ’7\‘
FRAMING
x METAL PANEL TRIM AND DRIP
EDGE BY METAL PANEL SUPPLIER
072700.1 | AIR BARRIER
092216.1 | NON-STRUCTURAL METAL
FRAMING
092900.4 | EXTERIOR GYPSUM BOARD

EPOXY PAINTED, TYP.

N
N
N
N 072100.2.3 3" (XPS) EXTRUDED
N
N

8 Midwall - Cantilever
11/2" = 1'-0"

FIBERGLASS BATT |072100.1.1

=N

INSULATION

ROLLER SHADE 1

ACOUSTICAL PANEL

095113.1

CEILINGS

GYPSUM BOARD | 092900.1 /

ALUMINUM-FRAMED | 084113.1

ENTRANCES AND
STOREFRONTS

054100.1 | STRUCTURAL METAL STUD
FRAMING

see structural

072100.2.3) 3" (XPS) EXTRUDED

POLYSTYRENE

061653.1 | MOISTURE-RESISTANT

GYPSUM SHEATHING

072700.1 | AIR BARRIER
074213.1 | METAL WALL PANELS

REFERTO
GLAZING ELEVATIONS

METAL PANEL TRIM AND DRIP
EDGE BY METAL PANEL SUPPLIER

092216.2 | METAL CHANNEL FURRING

1 Storefront Head at Corrugated Metal Panel

11/2"=1-0"

™~

HUNG STEEL CHANNEL
BEYOND; SEE STRUCTURAL

: 042100.8 | MASONRY WEEPS AND VENTS

SCHEDULED EXTERIOR WALL

BRICK LIP BRICK

074243.1 | METAL COMPOSITE PANELS
1l - OII

/
7
1/ n / 1!_0"

| Ik
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5 Brick to ACM Projection - Upper

;r
\ 1/2" WEEP HOLE

1 - 1" \ ACM PROJECTION BEYOND

SCHEDULED EXTERIOR WALL
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072700.1 | AIR BARRIER

074243.1 | METAL COMPOSITE PANELS
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t/ // | /
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& First Floor

6 Brick to ACM Projection - Lower

) YEL. 0"
? 042100.3 | MASONRY ACCESSORIES

FLASH OVER TOP OF MASONRY

RECESS BRICK VENEER 1/2" FROM
MAIN BRICK FACE (SHOWN SHADED)
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GRADE LEVEL

GRADED GRAVEL
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PLYWOOD ROOF
SHEATHING

061000.6

3" (1S0) [072100.2.4
POLYISOCYANURATE

THERMOPLASTIC |075400.03
MEMBRANE ROOFING

6" (ISO) [072100.2.5
POLYISOCYANURATE

ROOF DECKING | 053100.3

077100.1 | MANUFACTURED METAL
COPINGS

074213.1 | METAL WALL PANELS

T.0. FRAMING

,,,,,,,,,,,,, iG

EL.16'-0"

054100.1 | STRUCTURAL METAL STUD

FRAMING

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

072700.1 | AIR BARRIER

j!‘\:::::j

C %

8"

RPN T T~ o

\
|
\
5 344" \ 1‘1"

072100.2.3| 3" (XPS) EXTRUDED
POLYSTYRENE

092216.2 | METAL CHANNEL FURRING

ROOFING
wrap up parapet

076200.2 | SHEET METAL TRIM

by corrugated metal panel supplier

075400.10) TAPERED ROOF DECK
INSULATION

053100.3 | ROOF DECKING

NON-STRUCTURAL | 092216.1
METAL FRAMING

STRUCTURAL STEEL | 051200.1
FRAMING

e e | BN

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

GYPSUM BOARD | 092900.1

072700.1 | AIR BARRIER

METAL COMPOSITE | 074243.1 084229.1 | SLIDING AUTOMATIC

PANELS ENTRANCES

092216.2 | METAL CHANNEL FURRING

074243.1 | METAL COMPOSITE PANELS

061653.1 | MOISTURE-RESISTANT

GYPSUM SHEATHING

072100.1.1) FIBERGLASS BATT INSULATION

072100.2.4 3" (ISO) POLYISOCYANURATE

075400.03) THERMOPLASTIC MEMBRANE

3 Entry Canopy detail - West end
11/2" =1'-Q"

1'-31/4"

BLOCKING | 061000.1

3" (1S0) [072100.2.4 e

077100.1 | MANUFACTURED METAL
COPINGS
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YEL.16'-0"
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THERMOPLASTIC |075400.03 \

072100.2.3| 3" (XPS) EXTRUDED
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b 0742131 | METAL WALL PANELS

MEMBRANE ROOFING |

072700.1 | AIR BARRIER

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

054100.1 | STRUCTURAL METAL STUD
FRAMING

ROOF DECKING | 053100.3 . \

A

Refer to Structural |

53/8"

5/8" 5/8"

6 Metal Panel Parapet Detail

072100.1.1) FIBERGLASS BATT INSULATION

092216.2 | METAL CHANNEL FURRING

B-0. MTL. DECK
FEL. 13" - 11"

11/2"=1-0"

2 7/16" \ 7
2 1-67/8
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THERMOPLASTIC |075400.03
MEMBRANE ROOFING
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GYPSUM BOARD | 092900.1

THERMOPLASTIC |075400.03
MEMBRANE ROOFING
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INSULATION

ROOF DECKING | 053100.3

2'-0"TO FACE OF BRICK

1/4" / 1I_Ol|

BLOCKING | 061000.1

THERMOPLASTIC |075400.03
MEMBRANE ROOFING

6" (1S0)[072100.2.5
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TO MATCH ADJACENT ACM
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|
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|
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074243.1 | METAL COMPOSITE PANELS
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092216.2 | METAL CHANNEL FURRING

074243.1 |METAL COMPOSITE PANELS

2 Entry Canopy Detail - East End

11/2"=1-0"
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Y|
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Continuous blocking

|
I
|
|
|
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|
|
|
|
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075400.03) THERMOPLASTIC MEMBRANE
ROOFING

077100.1 | MANUFACTURED METAL
COPINGS

061000.6 | PLYWOOD ROOF SHEATHING

~1-0. FRAMING
YEL.16'-0"

072100.1.1] FIBERGLASS BATT INSULATION

054100.1 | STRUCTURAL METAL STUD
FRAMING
| 074213.1 | METAL WALL PANELS
)l
|
|
|

061653.1 | MOISTURE-RESISTANT

GYPSUM SHEATHING

072700.1 | AIR BARRIER

072100.2.3| 3" (XPS) EXTRUDED
POLYSTYRENE

092216.2 | METAL CHANNEL FURRING

076200.2 | SHEET METAL TRIM
by corrugated metal panel supplier

075400.03] THERMOPLASTIC MEMBRANE
ROOFING

075400.10) TAPERED ROOF DECK
INSULATION

053100.3 | ROOF DECKING

a4 - - = — — =

077100.1 | MANUFACTURED METAL

WRAP AIR BARRIER (SHOWN DASHED)

UP AND OVER TOP OF WALL AS SHOWN ——

BLOCKING | 061000.1

3" (IS0O) [072100.2.4 ’ >< |
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THERMOPLASTIC |075400.03
MEMBRANE ROOFING

6" (ISO) [072100.2.5

POLYISOCYANURATE

|'4

COPINGS
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042100.8 | MASONRY WEEPS AND VENTS
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AIR SPACE

F‘rr‘
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072700.1 | AIR BARRIER (SHOWN DASHED)
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TO STRUCTURAL DRAWINGS L+

061653.1 | MOISTURE-RESISTANT
GYPSUM SHEATHING

054100.1 | STRUCTURAL METAL STUD
FRAMING

7 Brick Parapet Detalil

072100.1.1] FIBERGLASS BATT INSULATION

11/2"=1-0"

ACOUSTICAL PANEL | 095113.1

092216.2 | METAL CHANNEL FURRING

3" (1IS0O) |072100.2.4
POLYISOCYANURATE
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